
FLOOR PLAN FOR BASEMENT FINISH

 

TYPICAL WALL SECTION 

Fire blocking is required between the top plate 

of  the furred  wall  and foundation wall.

 

Fire blocking material  may  consist of: gypsum  board, 
mineral wool, unfaced insulation, 3/4" particel board  or     
2 inch nomimal lumber. 
 Insulation, minimum  R-19 

 
 
 

Specify wall    construction   method and 

materrials: stud size and spacing 
 
Specify  wall  covering material  to be used 

Specify  ceiling material to be used 

Existing floor joist Existing sill plate 

Existing foundation wall 

Bedroom 

Bath 

All sleeping rooms must have an 
emergency escape window. §R310 
See detail on next page 

Closet 

Mechanical Room 
All fuel burning appliances (furnaces, 
water heaters etc.) must be provided with 
adequate amounts of air for  combustion. 

Wet Bar 

Play Room 

Laundry Room Stairs must meet handrail/
guardrail requirements 

Enclosed accessible space under stairs 
must be protected with 1/2" drywall. 
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Demonstrate light and ventilation compliance §R303  
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Typical Basement Conversion to Habitable Space
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windowanddoorinformation
totalwindow&doorglazing
totalsquarefootage___=>8% light
totalsquarefootage___=>4% ventilation
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          room information 
          total square footage  ____
8% of total square footage  ____
4% of total square footage  ____  
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Mechanical ventilation of bathrooms is required at the
ventilation rates noted in 780 CMR §R303.3 
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§ AJ102.3 Smoke Heat Detection and Carbon  Monoxide Alarm Systems and CO Detection and  
Alarm. When one or more sleeping rooms are  added or created in existing dwellings, the entire  
existing building shall be provided with smoke  detectors, heat detector and carbon monoxide  
detectors designed, located and installed in  accordance with the provisions for new construction,  
780 CMR  
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R305.1.1 Basements areas, including but not limited 
to areas with suspended ceilings, shall have a ceiling 
height of not less than six feet eight inches.  
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Insert your ceiling height ____feet ____inches  
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Fire block entire gap between furred wall stud 
and foundation every 10ft R302.11   
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Any wood framing members attached directly to the interior 
of extexior masonry or concrete walls below grade must be 
pressure treated or protected from decay by an approved 
vapor retarder  
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Sill plate  
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 Building dimensions Space designation – (ie: living room,
 kitchen, bedroom, storage, etc.) 
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Department notes 
  combustion air  
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                             when checked   
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bergerr
Text Box
       Building 
    Department 
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   Building  Department notes sleeping room egress 
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   fire blocking approved when 
                                    checked   
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   fire blocking 
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2x___ spaced ___ inches on center
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   insulation approved when
                              checked 
                                    checked   
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Building Department notes on insulation
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Building Department Notes on 
Space Designation




 

Emergency escape and rescue openings shall be operational from the 

inside of the room without the use of  keys, tools  or  special  knowledge. 

Bars, grilles, covers, screens or similar devices are   

permitted to be placed over emergency escape opening 

or window wellls provided they meet the minimum net 

clear opening requirements and such devices are      

releasable  or removable from the inside without the use of 

a key, tool, special knowledge or  force greater than that 

which is required for normal operation of the escape and 

rescue opening. 

Seal air tight 
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Steel Beam 

Fndn. 

Wall 

Existing Sill Plate 

2 x 4 wood frame soffit 

around beam and ducts  

2 x 4 furred wall 

Metal  Duct

Steel Beam 

2 x 4 furred wall 

2 x 4 sill plate 

Finished floor 
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SOFFIT FIRESTOPPING DETAIL 

Fire block all soffits and drop ceilings to cut off all concealed draft 
openings and to form an effective fire barrier between wall / floor 
connections and wall / ceiling connections.  



 

EMERGENCY ESCAPE  WINDOW  DETAIL

. 

                                                             § R310  Minimum Opening Area. 

                                                                                                                                        All emergency escape and rescue openings 

                                                                                                                                        shall have a minimum net clear opening of 5.7 square feet.

                                                                                                                    Exceptions:1. Grade floor openings shall have a



                                                                                                                                       minimum  net clear opening of five square

                                                                                                               

                  feet (0.465 m2).



                                                                                                                                      2. Double hung windows used for emergency 

                                                                                                                                      escape shall be permitted to have a net clear 

                                                                                                                                      opening of 3.3 square feet (0.31 m2) provided that 

                                                                                                                                      at least one operable sash meets the minimum 

                                                                                                                                      height
and width required by 

                                                                                                                                      780 CMR § R310.1.2 and  § R310.1.3 and operational 

                                                                                                                                      constraints defined by 780 CMR § R310.1.4.




                                                                                                                           

 

 

 

 

                   

 

                                                                                            44"” Max. sill height for  egress (bedroom)  ____" (insert your sill height)

                                                                                                                  

        

                                                       windows  measured from floor  to top of sill
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Building Department notes
         means of egress 
 



EMERGENCY ESCAPE  WINDOW WELL DETAIL 

Window well must have a minimum 3' x 3'’horizontal area 
and allow for full opening of the emergency escape window  

Window wells greater than 44" deep must have a permanent 
ladder or steps usable with the window in the fully open position.  
 
Ladder or rungs shall have an inside width of at least 12" and 
spaced not more than 18" o/c for the full height of the window 
well.  
 
Steps must project at least 3"”from the wall and may encroach 
no more than 6" into the required dimensions of the window well.  

3” min. 
6” max. 

36” min. 

12” minimum 

18” maximum 

Fndn. 
Wall 

Fndn. 
Wall 

Emergency escape window 

EXISTING DECK 

Emergency escape windows under 
decks or porches are permitted as long 
as the window can be fully opened and 
a path not less than 36" in height is 
provided to a court or yard . 

Emergency escape window 

36
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 M
in

im
u

m
 

EMERGENCY ESCAPE WINDOW UNDER EXISTING STRUCTURES 

44
"”
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emergency escape window  
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Stairway Illumination. All interior and



exterior stairways shall be provided with an a



artificial light source to illuminate the stairs,



including the landings and treads.



 

 

   Nosing shall not project more than 1 1/2 beyond

   the face of the riser below.    

The greatest riser height within any flight  of stairs 

shall not exceed the smallest by more than 3/8"”. 

8-
1/

4”
 

M
ax

. 

9” 
Min. 

This space shall not allow 
the passage of a  6"” sphere 

All openings in stairguardrail 
must be less than  4- 3/8"”. 

Handra il height : 34"min.  38"max.  
measured from the nose of each s tep. 

Openings at back of stairs 
must be less than  4"”. 

Enclosed accessible space under stairs shall 
have walls, under stair surface and any soffits 
protected on the enclosed side with 1/2 " 
gypsum board. 

Guardrails  at platforms  
and landing  cannot h ave 
openin gs greater t han 4"”  

Interi or stairways with 6  or more steps 
shall have a wal l switch at each f loor  
level to control the stair lighting. 

Maximum handra il  width : 2 -3/4"”  and 
mus t have a graspable surfac e. 

Required stair lighting

            

                     

              

Required light switch 

INTERIOR STAIR DETAIL 

TREAD AND RISER DETAIL 
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R311.7.2 Headroom. The minimum headroom in all parts
of the stairway shall not be less than 6 feet 8 inches (2032
mm) measured vertically from the sloped line adjoining the
tread nosing or from the floor surface of the landing or platform
on that portion of the stairway. 
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R311.7.7.1 Height. Handrail height, measured vertically
from the sloped plane adjoining the tread nosing, or finish 
surface of ramp slope,  shall be not less than 34 inches 
(864 mm) and not more than 38 inches (965 mm).
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SECTION R402 BUILDING THERMAL ENVELOPE

R402.1 General (Prescriptive).
The building thermal envelope shall meet the requirements of Sections R402.1.1 through R402.1.4.

R402.1.1 Insulation and fenestration criteria.
The building thermal envelope shall meet the requirements of Table R402.1.1 based on the climate zone specified in Chapter 3.

TABLE R402.1.1 INSULATION AND FENESTRATION REQUIREMENTS BY COMPONENTa

CLIMATE
ZONE

FENESTRATION

U-FACTORb
SKYLIGHTb

U-FACTOR

GLAZED
FENESTRATION

SHGCb, e

CEILING
R-VALUE

WOOD
FRAME
WALL
R-VALUE

MASS
WALL

R-VALUEi

FLOOR
R-VALUE

BASEMENTc

WALL
R-VALUE

SLABd

R-VALUE
&

DEPTH

CRAWL

SPACEc

WALL
R-VALUE

1 NR 0.75 0.25 30 13 3/4 13 0 0 0

2 0.40 0.65 0.25 38 13 4/6 13 0 0 0

3 0.35 0.55 0.25 38
20 or

13+5h 8/13 19 5/13f 0 5/13

4 except
Marine

0.35 0.55 0.40 49
20 or

13+5h 8/13 19 10 /13 10, 2 ft 10/13

5 and
Marine 4

0.32 0.55 NR 49
20 or

13+5h 13/17 30g 15/19 10, 2 ft 15/19

6 0.32 0.55 NR 49
20+5 or

13+10h 15/20 30g 15/19 10, 4 ft 15/19

7 and 8 0.32 0.55 NR 49
20+5 or

13+10h 19/21 38g

15/19 10, 4 ft 15/19F
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c. "15/19” means R-15 continuous insulation on the interior or exterior of the home or R-19 cavity insulation at the interior of the basement wall.

 "15/19” shall be permitted to be met with R-13 cavity insulation on the interior of the basement wall plus R-5 continuous insulation on the interior or exterior of the home. 
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